
Cryogenic Flow Scheme
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Valve Operation Mode
Cool Down Sub-cool Pulse Stand By

VP Proportional Valve Open Open Closed Closed
V1 Prop. Valve Shutoff Open Open Open Open
V2 Prop. Valve Bypass Closed Closed Closed Closed
V3 Solenoid Bypass Closed Closed Closed Open
V4 Solenoid Isolation Open Open Open Closed
V5 Vacuum Pump Bypass Open Closed Open Open


